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Standards

IEC 60079-14 IEC 60079-17 IEC 60079-19









4. General requirements



4.2 Documentation ðSite

Á Area classification document 

(see IEC 60079-10-1 and IEC 60079-10-2)

Á Where applicable, gas, or  vapour or dust 

classification in relation to the group or subgroup 

of the electrical equipment

Á Temperature class or ignition temperature of the 

gas or vapour involved

Á Where applicable, the material  characteristics

Á External influences 

Á Ambient temperature





Á Manufacturerôs instruction manual 

Á Certificate of Conformity according to the 

standards

Á Information with «Specific conditions for useò, if 

the certificate number has the suffix ñXò

Á Descriptive system document for the intrinsically 

safe system

4.2 Documentation ðEquipment



The following documents are 

available for the identification:

4.2 Documentation ðEquipment

ïMarking
(according IEC 60079-0)

ïIECEx Certificate of Conformity
(Online system!)

ïInstruction manual
(according IEC 60079-0)



The following documents are 

available for the identification:

4.2 Documentation ðEquipment

ïMarking
(according IEC 60079-0)

ïChinese Certificate of Conformity

ïInstruction manual
(according IEC 60079-0)



Á Necessary information to ensure correct 

installation of the equipment

Á Documentation relating to the suitability of the 

equipment 

Á The plans showing details of wiring systems

Á Records of selection criteria for cable entry 

systems

Á Drawings and schedules relating to circuit 

identification

Á Records of the initial inspection

4.2 Documentation ðInstallation





Á Evidence of 

personnel competency

4.2 Documentation ðPersonnel



On completion of the erection, initial inspection of 

the equipment and installation shall be carried out in 

accordance with IEC 60079-14.

4.3 Initial inspection




